« EU-TYPE EXAMINATION CERTIFICATE

(2) Equipment and Protective Systems intended for use in
Potentially Explosive Atmosphere - Directive 2014/34/EU

(3) EU-Type Examination Certificate Number

TUV 21 ATEX 8747 Issue: 00

(4) Equipment: Switching amplifier H 4007
(5) Manufacturer: HIMA Paul Hildebrandt GmbH
(6) Address: Albert-Bassermann-Strafe 28

68782 Briihl, Germany

(7) This product and any acceptable variation thereto are specified in the schedule to this certificate
and the documents therein referred to.

(8) The TUV Rheinland Zertifizierungsstelle fiir Explosionsschutz of TUV Rheinland Industrie Service
GmbH, Notified Body No. 0035 in accordance with Article 21 of the Council Directive 2014/34/EU of
26t February 2014, certifies this product which has been found to comply with the Essential Health
and Safety Requirements relating to the design and construction of equipment and protective systems
intended for use in potentially explosive atmosphere, given in Annex Il to the Directive.

The examination and test results are recorded in the confidential report 557/Ex8747.00/21

(9) Compliance with the Essential Health and Safety Requirements, with the exception of those listed in
the schedule of this certificate, has been assessed by reference to:

EN IEC 60079-0: 2018 EN 60079-11: 2012

(10) If the sign "X" is placed after the certificate number, it indicates that the equipment is subject to special
conditions for safe use specified in the schedule to this certificate.

(11) This EU-Type Examination Certificate relates only to the design and specification for construction of
the equipment or protective system. It does not cover the process for actual manufacture or supply of
the equipment or protective system, for which further requirements of the directive are applicable.

(12) The marking of the equipment shallf include the following:
ll (2) G [Ex ib Gb] lIC
Il (2) D [Ex ib Db] lliC
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(13) Annex
(14) EU Type Examination Certificate
TUV 21 ATEX 8747 lssue: 00

(15) Description of equipment

Equipment and type:

Switching amplifier H 4007

15.2 Description
General product information:

The module H 4007 is a safety-related switching amplifier in a terminal housing,
suitable for controlling intrinsically safe valves and supplying intrinsically safe
transmitters. The IS circuit is suitable for up to zone 1 (21).

Technical Data

Electrical data:

Um =250V AC/ 125V DC
UB=24VDC(20...30V)

Single output: Two parallel outputs:
U, = 25V U, = 25V
I, = 68mA lo = 136mA
P, = 565mW P, = 1130mW
Trapezoidal output
Single output Two parallel outputs
Group lc B /MC | UB/NC
Co max” 110nF 840nF 840nF
Lo max® 8mH 30mH 8mH

*: the values given are the maximum values for either Ci or Li of the connected intrinsic safe
apparatus. For mixed Ci and Li (Ci > 1% Comax and Li > 1% Lo max), the maximum values must
not exceed 50% of Co max resp. Lo max-

Environmental data:

-25°C < Ta= +50°C
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(16) Test-Report No. 557/Ex8747.00/21
17) Special Conditions for safe use
None
(18) Basic Safety and Health Requirements
Covered by afore mentioned standard
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